Indiana Register
TITLE 675 FIRE PREVENTION AND BUILDING SAFETY COMMISSION

Proposed Rule
LSA Document #12-51

DIGEST
Amends 675 IAC 28-1-2 to update to the 2010 edition of the NFPA 10, National Fire Protection Association

Standard for Portable Fire Extinguishers and make conforming changes. Repeals 675 IAC 22-2.2-11, 675 IAC 28-
1-14, and 675 IAC 28-1-20. Effective 30 days after filing with the Publisher.

675 1AC 22-2.2-11; 675 IAC 28-1-2; 675 IAC 28-1-14; 675 IAC 28-1-20

SECTION 1. 675 IAC 28-1-2 IS AMENDED TO READ AS FOLLOWS:

675 IAC 28-1-2 NFPA 10; standard for portable fire extinguishers
Authority: IC 22-13-2-2; IC 22-13-2-13

Sec. 2. (a) That certain standard, being titted NFPA 10, Standard for Portable Fire Extinguishers, 2802 2010
edition, published by the National Fire Protection Association (NFPA), 1 Batterymarch Park, Quincy,
Massachusetts 82269-9404. 02169-7471, be and the same is hereby adopted by reference as if fully set out in
this section except as revised hereafter.
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(b) This rule is available for review and reference at the:
Legal and Code Services Section

Indiana Department of Homeland Security

Indiana Government Center South

302 West Washington Street, Room W246

Indianapolis, Indiana 46204

(c) Delete the text of Section 1.1 and insert the following: Scope. The provisions of this standard apply
to the selection, installation, inspection, maintenance, and testing of portable extinguishing systems.

Wlthout subst|tut|on.

(e) Belete Amend Section :-2-r-ts-entirety- 2.2 as follows:

(1) In the reference to NFPA 14, delete "2010 edition" and insert "as adopted at 675 IAC 13-1-9".
(2) In the reference to NFPA 58, delete "2008 edition" and insert "as adopted at 675 IAC 28-1-22".
(3) In the reference to NFPA 72, delete "2010 edition" and insert "as adopted at 675 IAC 28-1-28".
(4) In the reference to NFPA 86, delete "2007 edition" and insert "as adopted at 675 IAC 28-1-31".
(5) In the reference to NFPA 385, delete "2007 edition" and insert "as adopted at 675 IAC 28-1-34".
(6) In the reference to NFPA 407, delete "2007 edition" and insert "as adopted at 675 IAC 28-1-36".

(f) Amend Delete Section 13- A ;
standard-shaltbe-listed-and-Habeled: 2.3.7 Wlthout substltutlon

(g) Belete Amend Section :54-witheutsubstitution: 2.4 as follows:

(1) In the reference to NFPA 17, delete "2009 edition" and insert "as adopted at 675 IAC 28-1-9".
(2) In the reference to NFPA 17A, delete "2009 edition" and insert "as adopted at 675 IAC 28-1-10".
(3) In the reference to NFPA 52, delete "2010 edition" and insert "as adopted at 675 IAC 28-1-21".

) (h) Amend Chapter 3 as follows:
(1) Amend the following definitions to read as follows:
APPROVED means acceptance by the authority having jurisdiction by one (1) of the following methods:
(1) Investigation or tests conducted by nationally recognized authorities; or
(2) Investigation or tests conducted by nationally recognized technical or scientific organizations; or
(3) Nationally accepted principles.
The investigation, tests, or principles shall establish that the method, material, equipment, design, or type of
construction is safe for its intended purpose.
AUTHORITY HAVING JURISDICTION means the Division of Fire and Building Safety or officer of a local
unit of government empowered by law to administer and enforce the rules of the commission.
EXTINGUISHER MAINTENANCE means a thorough examination of the fire extinguisher and any
necessary repair.
HALOGENATED AGENTS means halogenated (clean) agents referenced in this standard are the following
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types:
) (1) Halons. Bromochlorodifluoromethane (Halon 1211), bromotrifluoromethane (Halon 1301), and
mixtures of Halon 1211 and Halon 1301 (Halon 1211/1301).
NOTE: Halon 1211 and Halon 1301 are included in the "Montreal Protocol on Substances that Deplete
the Ozone Layer", signed September 16, 1987. In compliance with National regulations, production of
halons ceased on January 1, 1994.
{B} (2) Halocarbons. Halocarbon agents include hydrochlorofluoro-carbon (*HCFC), hydrofluorocarbon
(HFC), perfluorocarbon (PFC), and fluoroidodocarbon (FIC) type agents.
LABELED means equipment or materials to which has been attached a label, symbol, or other identifying
mark of an organization engaged in product evaluation, that maintains periodic inspection of production of
labeled equipment or materials, and by whose labeling the manufacturer indicates compliance with
appropriate standards or performance in a specified manner.
LISTED means equipment or materials included in a list published by an organization engaged in product
evaluation, that maintains periodic inspection of production of listed equipment or materials, and whose
listing states either that the equipment or material meets appropriate standards or has been tested and
found suitable for use in a specified manner.

(2) Add the following definitions:
BUILDING CODE means the Indiana Building Code in effect in Indiana at the time of construction,
remodeling, alteration, or addition er+epair of the structure.

DESIGN PROFESSIONAL means an architect who is registered under |C 25-4 or professional
engineer who is registered under |C 25-31. If aregistered design professional is not required by 675
IAC 12-6 or 675 IAC 15, then it means the owner.

DIVISION OF FIRE AND BUILDING SAFETY means the Division of Fire and Building Safety of the Indiana
Department of Homeland Security created pursuant to 1C 10-19-2.

FIRE CODE means the Indiana Fire Code.

INDIANA BUILDING CODE means the rules adopted at 675 IAC 13 in effect in Indiana at the time of
construction, remodeling, alteration, or addition e+repair of the structure.

INDIANA FIRE CODE means the rules adopted at 675 IAC 22 in effect in Indiana at the time of inspection
by the inspection authority or, with respect to construction required to be filed under 675 IAC 12-6, 675 IAC
22 in effect at the time of construction, remodeling, alteration, or addition er+epair of the structure.

QUALIFIED means a design professional or a person having successfully completed a course of
instruction related to the equipment being installed, serviced, or repaired. Such instruction shall be
provided by the manufacturer of the equipment or their authorized representative.

(3) Delete Section 3.2.6 in its entirety without substitution.

(i) Amend Section 4.1.1 to read as follows: Portable fire extinguishers used to comply with this
standard shall be listed and labeled.

(i) Amend Section 4.2(2) to read as follows: Hazardous materials shall be identified in accordance with
NFPA 704 as adopted by the commission at 675 IAC 28-1-38. Hazardous materials shall be classified in
accordance with chapter 27 of the Indiana Fire Code.

(k) Delete the text of Section 4-& 5.1 and substitute the following: Extinguishers shall be suitable for the
anticipated growth and character of the fire, construction, and occupancy of the individual property or premises,
the vehicle or hazard to be protected, and ambient-temperature conditions. Selection of the class, size, number,
and location of extinguishers shall be as specified in the Indiana Fire Code.

() Delete thetext-ef Section
without substitution.

(m) Delete Section 4-4-in-ts-entirety~ 5.4.1.4 without substitution.

(n) Amend Delete Section 54
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e- 5.4.2in its entirety

without substitution.

(o) Amend Delete the text of Secnon 5—1—2—te—read 5.5. 5 and insert as foIIows F#e—e*tmgeﬁhets—shau—be

See Sectlon 904 11 5 of the Indlana Fire Code

(p) Delete the text of Section 5422 witheut-substitutien: 5.5.5.2 and insert as follows: Cooking
appliances that are protected by a UL 300 fire-extinguishing system shall be provided with a type K fire
extinguisher.

(q) Delete Section 5423 5.6 in its entirety without substitution.

(r) +r Delete the text of Section 5-1-24delete-thefirstsentenee: 6.1.1 and insert as follows: The minimum
required number of fire extinguishers needed to protect a property shall be determined as specified in the
Indiana Fire Code.

(s) Belete Amend Section 5-33-witheut-substitutien- 6.1.2 to read as follows: Fire extinguishers shall be
provided for the protection of the occupancy hazard as required by the Indiana Building Code and the
Indiana Fire Code.

(t) Amend-the-third-sentenree-of Delete Section
e*ttngﬁtshets—enee—e\mry—yeapas—eutlmed—m—seeaen% 7.1.2inits entlrety without substitution.

(u) Amend Section 6-3-4-% 7.3.3.1 to read as follows: 6-3-4-3* Fire extinguisher shells that pass the applicable
six (6) year requirement of 6-3-3 7.3.1.2.1 shall have the test information recorded on a suitable-metallie durable
weatherproof label, eregualty-durable-material; a minimum size of two (2) inches by three and one-half (31/2)
inches 5-4em<8:9-em}. (51mm x 89mm).

The label shall be affixed to the shell by means of a heatless process. These labels shall be self-destructive

type when their removal from a fire extinguisher is attempted. Fhese-tabels The label shall include the

following information:
(1) Month and year the test was performed, indicated by a perforation such as by a hand punch.
(2) Name or |n|t|als of the person performlng the test and the name of the agency performmg the test

(v) Delete the text of Section 7.3.3.1.1 and insert to read as follows: In addition to having a label affixed
to the shell, rechargeable dry chemical fire extinguishers shall have an internal legible marking to
indicate the following:

(1) Month and year the maintenance was performed.

(2) Name or initials of person performing the maintenance and the name of the agency.

If a label is used for the above marking, it shall be of material that is component-listed for that purpose.

(w) Delete Section 8.1.2 without substitution.
(x) Delete Section 8.7.1 without substitution.

(y) Delete Section 8.7.2.3 without substitution.
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(z) Delete Section 8.7.3.2 without substitution.

(aa) The annexes are:

(1) not adopted as part of this code;

(2) intended for use as a guide; and

(3) not enforceable as part of this code.

(Fire Prevention and Building Safety Commission; 675 IAC 28-1-2; filed Aug 23, 2006, 4:03 p.m.:
20060906-1R-675050104FRA)

SECTION 2. THE FOLLOWING ARE REPEALED: 675 IAC 22-2.2-11; 675 IAC 28-1-14; 675 IAC 28-1-20.

Notice of Public Hearing

Posted: 06/27/2012 by Legislative Services Agency
An html version of this document.
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